
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Hatter of: 

AN INVESTIGATION I N T O  THE ALLEGED 
DEFICIENCIES OF MEADES BRANCH 
GAS AND WATER 

) 

1 
CASE NO. 9438 

ORDER TO SHOW CAUSE 

Hr. Kay Pigmon, an individual doing business as the Meades 

Branch Gas and Water ('Meades Branch'), owns, operates, and 

manages facilities used in connection with the distribution, s a l e  

and furnishing of natural gas to the public for compensation for 

light, heat or power. He is a utility as defined by K R S  278.010. 

KRS 278.280 authorizes the Commission to prescribe rules for 
the performance of any service furnished or supplied by a utility. 

Pursuant to this authority, the Commission has promulgated a rule, 

codified at 807 Kentucky Administrative Regulations ("KAR") 5 ~ 0 2 2  

w h i c h  establishes the minimum s a f e t y  standards for the operation 

of natural gas utilities. 

The Commission S t a f f  has submitted to the Commission a 

Utility Inspection Report, a copy of which is attached hereto as 

Appendix A ,  which slloges that; 

1. On November 19, 1986, the C o m m l s R i o n  Staff inspected the 

facilitlee of Moadee Branch for compliance w i t h  t h e  Commission's 

regulations. 

2 .  The Commission staff found bare exposed steel pipe, 

corrosion at each customer service, and illegal and exposed 



plastic pipe connected to regulators by radiator type hose clamps 

at t w o  customer services. 

3. Mr, PigmOn violated 807 KAR 5:022, Section 9(2)(a), by 

failing to protect service regulators from corrosion. 

4. Mr. Pigrnon violated 807 KAR 5 : 0 2 2 ,  Section 10, by 

failing to maintain sufficient external coating on Meades Branch's 

metallic pipelines to protect them from corrosion. 

5. Mr. Pigmon violated 807 KAR 5 : 0 2 2 ,  Section 6(6)(b)(3), 

by his use of radiator type hose  clamps on p l a s t i c  p ipe  i n s t e a d  of 

joining materials which met the prescribed safety standards. 

6. nt. Pigmon violated 807 KAR 5:022,  Section 7(12)(a), by 

failing to correctly install plastic pipe below ground level. 

The Commission Staff further alleges that a copy of the 

Utility Inspection Report w a s  sent to Hr. Pfgmon on November 24, 

1986. Enclosed with the Report w a s  a l e t t e r ,  a copy of which is 

attached hereto as Appendix 8 ,  which requested H t .  Pigmon's 

response. On January 23, 1987, another letter was sent to Hr. 

Pigaon requesting h i 8  response. The Commission Staff reports that 

no response to its letters has been received. 

On Wcomher 22, 1986, the Commisaion ordered Meades Branch to 

follow the operating requirements prescribed in 807 KAR 5r022 for 

gas service and to file with the Commission within 30 days a 

proposed timetable to bring the gas system into compliance with 

those operating requirements. The C O ~ i S s i O n  later agreed to 

allow Meades Branch until April 1, 1987, to submit ita proposed 

timetable for bringing the system into compliance. Copies of 

these Orders are attached hereto as Appendices C and D. It is 
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hereby alleged that neither Mr. Pigmon nor Meades Branch has 

complied with the Commission's Order. 

On July 9, 1987, the Commission Staff conUucted an 

unannounced inspection of the Meades Branch facilities. In a 

memorandum, attached hereto a 8  Appendix E, the Staff alleges that 

the deficiencies found on November 19, 1986, were still present on 

July 9 and that the odor of natural gas was present at all service 

locations. 

The Commission staff considers the lack of adequate pressure 

regulation and the existence of gas odors as serious potential 

slafety hazards. Without correction of these alleged hazards, the 

Commission may require that the system be shut down. 

WHEREFORE these premises considered, the Commission on its 

own Motion, HEREBY ORDERS that: 

1. Mr. Kay Pigmon, individually and as owner and operator 

of Meades Branch, shall appear before the Commission on September 

23, 1987, at 1:30 porn., Eastern Daylight Time, in the Commission's 

offices at Frankfort, Kentucky, for the purpose of presenting 

evidence concerning the operation of Meades Branch, specifically 

the alleged violations of 807 KAR 51022 ,  and of ehowing cauae why 

he personally and Meades Branch should not be subject to the  

penalties prescribed In KRS 278.990, attached hereto, for failure 

to comply with the Commission's Orders and regulations. 

2. Additionally, evidence should be given as to why some or 

all of the service connections should not be disconnected so as to 

ensure the safety of the system. 
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3. Appendices A,  B, C, D, and E shall be and hereby are 

included as part of the record of this proceeding. 

4. Mr. Pigmon shall notify in writing each Meades Branch 

customer of t h i s  proceeding. The  notifLCation shall consist of 

distributing a copy of this Order to Show Cause to each customer 

of Meades Branch Gas and Water. (Copies enclosed.) 

5. Mr. Pigmon shall submit a written response to the 

allegations of the Commission Staff by the close of business 10 

days from the date of this Order. Such written response shall 

include an explanation of his failure to submit a proposed 

timetable for bringing the Meades Branch system into compliance as 

required by the Commission's Order of December 22, 1986. The 

written response shall also include a listing of the names and 

addresses of all Meades Branch customers. 

Done at Frankfort, Kentucky, this 26th day of Pwgust, 1987. 

PUBLIC SERVICE COMMISSION 

Y 

ATTEST t 

Executive Director 
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COMMONWEALTH OF KENTUCKY 
PUBLIC SERVICE COMMISSION 

UTILITY INSPECTION REPORT 

Meades Branch  Gas a n d  Water 
L o u i s a ,  Ky. 

November 2 4 ,  1986 

B R I E F  - 
Meades Branch  Gaa a n d  Water (Meades B r a n c h )  is a sma l l  

u t i l i t y  located in Lawrence County s o u t h  of L o u i s a  o n  Hwy. 23. 

The p r i n c i p a l  purpose of t h i s  i n s p e c t i o n  warn to  d e t e r m i n e  if any 

aboveground  p l a s t i c  p i p e  s u p p l y i n g  gas rema ined .  

INSPECTION 

On November 19 ,  1986, I n v e s t i g a t o r  Buster Alderman and  I met 

w i t h  M r .  Kay Pigmon, manager  of Meades Branch .  M r .  Pigmon took u s  

to t h e  well a n d  o v e r  the e n t i r e  s y s t e m .  We i n s p e c t e d  t h e  service 

to  each home and w a l k e d  the area of t h e  gas main.  

FINDINGS 

1. T h e r e  is bare e x p o s e d  s t e e l  at the w e l l  which r u n s  approx-  

ima te ly  20 feet .  There  1s also bare steel pipe  a t  a small 

creek crossing. 

2 .  T h e r e  is a t m o s p h e r i c  corrosion a t  e v e r y  customer service 

( n o  meters, r e g u l a t o r s  o n l y ) .  

3. Two s e r v i c e s  h a v e  i l l e g a l  and e X Q O S e d  p l a s t i c  p i p e  con- 

n e c t e d  to  t h e  regulators by rad ia tor  t y p e  hose c lamps  on  

c u s t o m e r s '  side. 

Appendix A 
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Report - Meades Branch Gas L Water 
Page 2 
November 24 ,  1986 

RECOMMENDATIONS 

Based on t h e  findings of t h i s  investigation, it is recom- 

mended that Heades Branch: 

1. Paint or apply coating ta t h e  exposed steel pipe  by 

December 23, 1986. [KAR 5 ~ 0 2 2 ,  Section l0Cl)l 

2. Paint all customer service settings by December 23? 1986. 

[807  RAR Sr022? Section 9(2)(a)] 

3. Have illegal plastic removed €tom service and replaced 

with P/& plastic designed for use with gas and use coated 

steel for aboveground installations by December 23, 1986. 

[a07 KAR 5:022 Section 1 0 ( 6 ) ( 7 ) ( 8 ) ]  

It is f u r t h e r  recommended t h a t  a copy of t h i s  report be sent 

to Meades Branch so tha t  it may correct the above deficiencies, 

Respectfully submitted, 

ma&-- a 
Marcus L. Roaers 

HLR/mll 

utility Investigator 

L 
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COMMONWEALTH OF KENTUCKY 

7 3 0  SCHENKEL LANE 
POST OFFICE B O X  61 5 

FRANKFORT, KY. 40602 
(502) 564-3940 

PUBLIC SERVICE COMMISSION 

November 24 ,  1986 

M r .  Kay Pigmon, Hanager 
. Heades Branch Gas C Water 

Route 4 ,  BOX 185 
tbUfS., ICY 41230 

Dear Hr. Pigmon: 

Enclosed is a copy of a report concerning t h e  Meadss Branch 
follow-up inspection, which wa8 performed by Mark Rogers on 
November 19, 1986. 

Please respond to t h i s  report by December 23, 1986. I f  you 
require any clarification on these deficiencies, please contact  
Mr. Rogers at ( 5 0 2 )  564-2545. 

Sincerely, 

Claude G. Rhorer. Jr.. Director 
Division of utility Engineering 

and Service8 

CGR/nLR/mll 

Enclosure 

Appendix B 



COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter of: 

KENTUCKY PUBLIC SERVICE COMMISSION 1 
vs . 1 CASE NO. 9438 
KAY PIGMON DBA MEADES BRANCH GAS 1 
AND WATER 1 

O R D E R  

On October 25, 1985, the Commission ordered Kay Figmon d.b.a. 

Meades Branch Gas and Water ("Meades Branch") to show cause why it 

should not be f i n e d  for failure to comply with the CommiSSiOn'S 

regulations. Attached to the Order was a copy of a staff inspec- 

tion report d a t e d  April 23, 1985. mailed to Meades Branch August 

27, 1985, setting forth t h e  need €or improved construction, better 

maintenance and more attentive operation. Meades Branch requested 

an on-site conference with the staff utility investigators, which 

was conducted on December 16, 1985. Several items of deficiency 

were discussed, and Meades Branch was given 6 months to bring the 

system into compliance. A t  tha t  time Meades Branch stated the 

deficiencies would be corrected. 

A follow-up Fnspsctlon on June 2 and 3 ,  1986, disclosed that 

the deficiencies had not been corrected. On July 11, 1986, the 

Commission i s s u e d  an Order which scheduled a show caw50 hearing 

for August 13, 1986. After rescheduling on Meades Branch's 

motion, the hearing was held  on September 25,  1986. Kay Pigman, 

owner and operator of the system, appeared as (I witness. Hark 
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Clevenger was c o u n s e l  for Meades B r a n c h .  The decision Of t h e  

Commission is based upon w r i t t e n  submissions, testimony by  Mr. 

Pigmon and Commission staff, and documents available in t h e  

Commission's offices. 

COMMENTARY 

Mr. Piqmon, owner and operator, testified that he acquired 

Meades Branch approximately 1 1/2 years agor serving 12 water 

customers and 9 gas customers, 3 of. whom receive free gas and 

water (Mr. Pigmon, his mother-in-law, and his sister-in-law). The 

summer rate is $15 for water and $5 for gas; the winter rate is 

$40 for water and gas combined. 

During the on-site conference Meades Branch agreed to correct 

several deficiencies noted in the staff report, including making a 

gas l e a k  survey and repairing any leaks. Gas meters were t o  be 

installed at each gas service. Proper chemical treatment of the 

water was also to be commenced, with adequate testing. Finally, 

Meades Branch agreed to follow the regulations pertaining to the 

operation and management of a gas and water u t i l i t y  in a sa fe  and 

efficient manner. 

A t  a follow-up inspection t h e  staff found that no discernible 

progress had been made toward bringing either system into compli- 

a n c e .  Meadas Branch ha8 discontinued service to customers without 

prior written notice. The water is not protected by artificial 

treatment, including continuous disinfection throughout the sys- 

tem. The broken chlorinator has not been repaired or replaced. 

Some of the water mains and water service lines do not havo ade- 

quate cover to protect them from freezing. Meades Branch has 
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never performed any gas o r  water l e a k  surveys to determine where 

l e a k s  exist and what repairs are needed. T h e  services are not 

metered. The rates and rules by which Meades Branch operates have 

never been filed with the Commission. No annual report has ever 

been submitted and Meades Branch does not keep operating records 

required for service interruption, complaint information and 

pressure information. 

On J u l y  28, 1986, Meades Branch filed a response to the June 

1986 inspection. In the response Mr. Pigmon stated that Meades 

Branch only discontinues service when a customer does not pay the 

bill. At the hearing he claimed that he sends the delinquent cus- 

tomer a written notice, then t a l k s  to t h e  customer to try  t Q  work 

out a payment arrangement, and t h e  final step is to send a written 

disconnection not ice .  

Also, Meades Branch has purchased a chlorinator. A s  of the 

date of the hearing i t  had been installed and was providing disin- 

fection for the water system. Mr. Pigmon testified that every 

couple of months he sends  water samples for testing. While the 

written response did not discuss the inadequate cover on water 

mains and service lines or the lack of gas and water leak surveyst 

Mr. Pigmon testified that the water lines have never frozen and 

t h a t  he Walk8 the lines approximately three times per month a6 

weather permits. L e a k s  are repaired a8 they are discovered: 

however, no records are kept of this activity. 

In response to the lack of metering, the absence of operation 

records, and the failure of Keades Branch to file rates and condi- 

tions for service and an annual report, Mr. Pigmon stated the 
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revenues from the system are inadequate to comply with the Commis- 

sion's regulations. Mr. Pigmon testified that Meades Branch 

derives an annual gross income of approximately $3,600, and he 

estimates that the repairs the Commission requires would cost more 

than $12,000. 

Ut. Pigmon further testified that the gas system has two 

shut-off valves on the main and a shut-off valve at each service. 

Each service also has a high pressure regulator which assists in 

roducing the main and service line pressure from 140 - 1SO pounds 

to approximately seven ounces in the house lines. The Commission 

is of the opinion that the pressure regulation and pressure relief 

capability which exists on the gas system does not meet the mini- 

mum requirements of the Commission's pipeline safety regulations. 

According to the record, the service regulator is the only means 

of pressure regulation between the well and each service. How- 

ever, the Commission's pipeline safety regulations prescribe that 

when the operating pressure in a distribution system exceeds 60 

pounds per square inch additional pressure regulation is required 

to regulate and limit the pressure of gas delivered to the custom- 

er (807 KAR 5 ~ 0 2 2 ,  Section 4(31)(c)]. One of four methods is 

available to Meades Branch to achieve compliance. Commission 

staff will assist Meades Branch to determine the most economical 

approach which complies with the regulations. 

The gas system has approximately 700 - 800 feet of bare steel 

pipe, which was installed around 1971, and inadequate corrosion 

control e x i s t s  on the buried portion of the steel p i p e .  M r .  

Pigmon testified that less than 10 feet of this pipe is 
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aboveground. A corrosion s u r v e y  m u s t  be conducted to determine 

the proper method of corrosion control. The Commission s t a f f  will 

a s s i s t  Meades Branch in achieving compliance with regard to 

corrosion control in the most economical and efficient way 

possible. 

The Commission recognizes the limited financial resources 

available to Meades Branch. However, state statutes require 

Meades Branch to operate safely and in compliance with the Commis- 

sion's regulations. Mr. Pigmon testified that he will develop and 

file a financial statement, annual report, and tariffs for Meades 

Branch. He also testified that f o u r  gas meters have been pur- 

chased and, in information filed subsequent to the hearing, 

asserted that gas meters will be installed for all paying cus- 

tomers by July 1 8  1 9 8 7 .  Commission staff will assist Meades 

Branch in determining the necessary p l a n s  and records t h a t  must be 

developed and maintained, and an appropriate schedule consistent 

with Meades Branch*s resources. 

Because Meades Branch has demonstrated a willingness to b r i n g  

t h e  gas and water systems into compliance with the regulations, 

the Commission is of the o p i n i o n  that a fine should not be levied 

against Meades Branch at this time. 

FINDINGS AND ORDERS 

After reviewing the record and being advised, the Commission 

is of the opinion and hereby finds t h a t :  

1. S a f e t y  inspections conducted on March 3 and 4, 1985,  and 

June 2 and 3 ,  1986, found Meades Branch i n  violation of numerous 

regulations of t h e  Commission. 
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2. From the evidence presented at the hearing and the 

information filed subsequently, Meades Branch intends to operate 

its gas and water systems i n  compliance with the Commission's 

regulations. 

3. Meades Branch should develop and maintain the plans and 

records regarding the safe operation of its gas and water systems 

in accordance with 807 KAR 5:022 (gas) and 807 RAR 5 ~ 0 6 6  (water). 

4. Meades Branch should file with the Commission a copy of 

its tariff in accordance with 807 KAR 5:Oll. 

5. Meades Branch should have a corrosion survey performed 

on its gas system to determine the appropriate corrosion control 

method to implement. 

6.  Meades Branch should Install adequate pressure regula- 

tion on its gas system by implementing the appropriate method as 

prescribed in 807 KAR 5 : 0 2 2 8  Section 4(31)(c)1.-4. 

IT IS THEREFORE ORDERED t h a t :  

1. Within 30 days of the date of this Order, Meades Branch 

shall file a copy of its tariff in accordance with 807 KAR 5:011 

for approval by t h e  Commission. 

2. Meadea Branch shall follow the operating requirements as 

prescribed in B O 7  AAR Sr022 for gas service and 807 KAR 53066 for 

water service.  Within 30 dayr of the date of this Otdor, Meades 

Branch shall file with the Commission a proposed timetable to 

bring the gas and water systems into compliance with these oper- 

ating requirements. 

3. Within 30 days of the date of this Order, Meades Branch 

shall arrange for a corrosion survey to be performed on the steel 
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p i p e  in its gas system and submit the name of the person who w i l l  

perform t h e  corrosion survey to the Commission €or approval. 

Heades Branch shall provide the Commission with a copy of the 

survey's results and recommendations within 10 days of its 

completion. 

4. Within 30 days of the date of t h i s  Order, Meades Branch 

shall install adequate pressure regulation to bring t h e  gas 

system's pressure regulation controls into compliance w i t h  807 KAR 

5:022, Section 4(31(c)1.-4). 

Dane at F r a n k f o r t ,  Kentucky, t h i s  22nd day of December, 1986. 

By the Commission 

ATTESTS 

tincJt "2rt. S%* 
Executive DirectorL/O 



COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC S E R V I C E  COMMISSION 

In the Matter of: 

KENTUCKY PUBLIC SERVICE COMMISSION 1 
vs . ) CASE N O .  
KAY PXGMON D/B/A MEADES BRANCH GAS 9438  
AND WATER 1 

O R D E R  

On February 19, 1987, Meades Branch Gas and Water ("Meades 

Branch") filed a request, by letter, which the Cornmission will 

treat a s  a Motion for a 30 day extension in which to file 

information requested in the Commission's Order ,  December 22, 

1986. The Commiss€on entered a reminder Letter extending the 

information request to February 13, 1987. 

The Commission is of the opinion and finds that the Motion 

should be granted. 

I T  IS THEREFORE ORDERED that t h e  t i m e  in which Meades Branch 

shall file the information is extended to the close of businesa, 

A p r i l  1, 1987. 

Done at Frankfort, Kentucky, thie gthdayof March, 1987. 

By the Commission 

ATTEST: - 
**m. 

Executive D i r e c t w o  
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M E M O R A N b U H  

TO: Meades Branch Gas b Water File 

THRU: Scott  Smith d 
Ralph Dennis & Larry Amburge dbf 

FROM : Dave Kinman 86 
DATE t July 10, 1987 

RE : Heades Branch Noncompliance 

On July  9. 1987, PSC Gas Pipeline Safety  Branch Investigators 
Buster Alderman, Hark Rogers and I made an unscheduled inspection 
in the Heades Branch area of operations. 

We found that no gas meters had been Installed, nor w a s  the 
gas well master metered. No regulators were v i s i b l e  at the gas 
well. Unapproved plastic pipe and unapproved fittings were 
visible on the regulator set supplying gas to the residence of 
Hrs. Betty Hiller. Unauthorized plastic was a l s o  visible in an 
opon ditch at t h f a  location. The odor of gas wa8 present at a l l  
locations visited as well as being evident in the air behind the 
vacant store building on the Meades Branch system. 

st would appear that Meades Branch has made very little 
effort to bring this system into even basic compliance. 

D€lK/nll 

Attachrentst 
Phot- of Heads8 B t .  Gas system 
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29 Public Service Commission 278.992 

278.610 Requlreacmtr for ccrtifieatiom of rwkrr 

If the requirements of KRS 278.605 have k t n  met. the 
public service commission may cenify a nuclear power 
facility if it finds that: 

( I )  Specific facilities with adequate capacity to contain 
high Level nuclear waste are in actual operation, or will bc in 
operation a t  the time the  nuclear power facility being certi- 
fied requires the means for the diopoJal of high level nuclear 
waste; 

(2) The plan for diapMl of high level nuclear waatc for 
the nuclear facility to be artificd is in full conformity with 
thc rochnology appmvod by the authwitized agency of the 
United Str ta  government; and 

(3) The c01t of dispaal of b i d  level nuclear waste from 
the nuclur facility to be certified is known with reusonable 
m i n t y ,  such that rn iOcuf8te economic a w u m e n t  of the 
proposal a n  be completed. 

)oMI frdlty 

HISTORY 1984 c IS, 4 3. cTT. 7-13-84 

PENALTIES 

278.990 Padbk 

(1) Any & I ,  ageat or emptoye of a utility. as defined 
in KRS 278.010. and MY other persofi *.bo WilUuUy vidata 
any of the pwir i  of this cbptcr. a rbo procum aida 
01 abets any ridation of t h e  prOritioar by any sucb utility. 
shall k fined not more than one tbaurnd dollam (S1.000) 
or imprisomd for not more than six (6)  months, or both. If 
any sucb utility that is a private corporation violara any of 
tbc pmvisiorts of this chapter. or doer any act t h m i n  pro- 
bibitcd. or fails to d o r m  any duty impcued upon it under 
t h e  sections for which no penalty has been prmided by 
law. or fails to obey any lawful requirement QC ordm of tbe 
public rcmct commisaion, lhe utility shall tor a c h  oflerrre 
forfeit and pay to the state treasurer. to be creditad to the 
general fund. a sum not I c u  than twenty-five doll- 
(S2S.W) nor more than one thousand dollam (E1.000). 
hCb 8ct. &iOa 01 failure by ao 02frOn. agent or othcr 
pmon aaiag for or employed by a utility and acting rithia 
tbe scope of his employment shall be deemed to be tbe a 4  
omhiion or failure of the utility. 

(2) Actionr to mover the prinapel amount due and 
ptcultics under this chapor .hU be brwgbt in the N m C  d 
the &mnonwalth in tbe Franklin C i d t  Churt. urben- 
mer any utility h subject to a penalty under th t  chapter. 
the public &a cwnmiwion sbdl certify the f.cu to ita 
OQUIIKI, who shall bring an acclon for m r y  of the prlnd- 
prl amount dw and tho penalty. Tbe cunrnlrbn m8y corn- 

coort. Tk p i a c i p l 8 m o ~ t  due shrll be paid into the state 
truaary a d  asdiced to tbe aaamnc d tbe commission. and 
dl pculth rccwcrd in wch actions .hU be paid into tbc 
state treasury a d  credited to the wnud fuad. 

vidsd for by KRS 278.130 t~ 278.150 rhaU f d a c  and p y  

Mkrr  (S25.00) for each dmy it fdh to p y  the urauntnl, 

pmulkmd dismicl rbeaaiaa 00 temsappwsd by tbe 

(3) Any utility tb.1 f d l  to P y  .II -t U PfO' 

tk o# tbarund d d h  ($1,000). .ad tWmty-fiVC 

and ~hirl l  not be r c l d  thenby from its liability for the 
assessment. 

(4) Any utility that iMUC4 any rccuntia of &!",a of 
indebtedness. or arsuma any obligation or liability in 
respect KO the securities or cvidcncu of indebtedmu of any 
o t h n  person. 01 m k a  any sale 01 other dirporition of cocur- 
ities or cvidencu of idebtodaca, OT tbe proceadr tbmCof. 
for purpo#r other than the plrpasa spedfted in the order 
of the armmiuion made witb respect thereto under KRS 
278.300. shall be f ind mu tuorc than ten thowand dollam 
(Sl0.ooo). 

(5) Any utility t b t  violata any of the provisions of KRS 
278.460 a h d l  k fined not ha than one hundrod dollan 
($100) for acb offem. 

(6)  Any company that willfully fails to receive. traniport 
a d  deliver oil OT e u q u i d  by KRS 278.490 n h d l ,  in 
rddition to beins liable ia bnuga to tbe infurad person, k 
fined rwn Iar thrn one hundred ddLn ($100) nor mcn 
than five hundred dolhn ($NO), .ad each dry of willful 
failure shall constitute 8 q m t e  offcnae. 

wetmn witb tbe exdungear Lincrdarraberoompny fora 

278.530 rhrll be CLWd #t br thrn QIC thopund dollan 

mawera! byiadictmcnt in the F d n  Circuit Coortorin 
--it - o f t h e w  =ha@ t b e ~ a n p y  wW- 

If the wmp.ny ddriw tbo o o n e  poooab to nuke 
the oonnedon. u plsrmlttsd by ~ubwctkm (2) of KRS 

receive and transmit the tdl rnarrgu offered to it by tbc 
company making the c o n n d o n ,  01 r e h a  to deliver 
mesroga f m  ita own linu or exchanger to the l i n a  or 
cxchangu Of the m p n y  CMhln6 tbe COnneaiOn, the a>m- 
pany so refusing shall be fined oue hundred dollan ($100) 
for each U a y  it refusa, to be mawered by indictment in tbe 
courts mentioned in the first centcnoc of thu rubceaion; if it 
continuar so to rcfurc for a priad of six (6) mrhr it shall 
forfeit its right to do b w i  in tbir s ~ t c ,  and m y  of ita 
offraar. agenu or emphya wbo boa 01 8ttempU to do any 
basinas in t h ia  state f a  it dtu the expiration d tbe six (6) 
moathr' period rbr;u k fiatd my QUln ($50.00) for tach 
dry be boa or rttemp, todorocb busirxm. 

(1) A n y  tekpbomcoaqnsy tb .c  dula to & a tal. 

period osthirly (30) d8y dtw bcin#cudtred todo no by tbe 
public 8cfvke rrmmlrirn eadsr robracdoo (2) aa KRS 

(S1,oOo) 1101 mOroIh0 rbollMmsmlddhn (SSXKW)). to be 

ing the coanectioa raida or huita chkf omac in thil state. 

278.530. 8d tbe COU¶p.ny SO C U U M C t d  4th nf- t0 
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HIBTORY 1986 c Mo, ; 4, eff. 7-i5-g6 \ 

1382 c 82. $ W. 1978 H H7, 54; 1974 H 393. * 

1942 c 208. $ 1; KS 786. 84 f b2, 2223-2, 3766 r7 1 4  
3952-24.3952-59, 39S24lS4479f-2. 467914 

k 


